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ELECTRIC MOTOR  AIR AFTER COOLER =
CHAMPION PL15 WEG 5 H.P. TTP MODEL# M-20 STEEL FAB A11521 W/ EXTENDED TOP PLATE MANCHESTER w/ SKIRT (2010) AIRTEK TWOF25E AIRTEK COALESCER JC0050-C AIRTEK PARTICULATE JC0O050—-F
19 SCFM @ 125 PSIG 460V/3PH/60Hz MAWP: 300 PSIG @ 349°F. 120 GALLON 500 GALLON 30 SCFM @ 125 PSIG 50 SCFM @ 100 PSIG 83 SCFM @ 100 PSIG
2—STAGE, 2—CYLINDER 1800 RPM, TEFC MAWP: 200 PSIG @ 400°F MAWP: 200 PSIG @ 400°F MAWP: 150 PSIG 150 PSIG MAWP 150 PSIG MAWP
MAWP: 150 PSIG 184T FRAME MDMT: —20°F @ 200 PSIG MDMT: —20°'F @ 200 PSIG 115V/1 PH/60Hz 0.01 MICRON FILTER 0.9 MICRON FILTER
SN: 302437, CRN: L8908.5C MANUAL DRAIN
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